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SA-3 @ 15'

SA-HS-1 @ 15' SA-HS-2 @ 15'

SC-13 @ 14'

SC-16 @ 14'

SC-10 @ 14' SC-9 @ 14'
SE-7 @ 10'

SE-4 @ 10'

SF-15 @ 11'

SF-12 @ 11'

SB-20 @ 7' SB-19 @ 7'

SB-22 @ 7' SB-21 @ 7'

SB-14 @ 7'

SB-11 @ 7'

SB-5 @ 7'SB-6 @ 7'

SF-8 @ 10'

SD-17 @ 14' SD-18 @ 14'

Statistics

Description Symbol Avg Max Min Max/Min Avg/Min

Calc Zone #2 1.4 fc 5.3 fc 0.0 fc N/A N/A
PROPERTY LINE @ 36" AFF 0.2 fc 1.0 fc 0.0 fc N/A N/A

Luminaire Locations

No. Label X Y

Location

MH Orientation

1 SA-HS 747934.30 897389.30 15' 0.00
2 SA-HS 747991.60 897389.30 15' 0.00
3 SA 748034.70 897406.90 15' 0.00
4 SE 748008.10 897444.10 10' 180.00
5 SB 748048.10 897456.60 7' 180.00
6 SB 748038.10 897456.80 7' 180.00
7 SE 748026.60 897463.20 10' 270.00
8 SF 748061.10 897465.80 10' 180.00
9 SC 747970.20 897467.10 14' 180.00

10 SC 747935.40 897467.10 14' 180.00
11 SB 748068.30 897469.40 7' 90.00
12 SF 748061.10 897480.40 11' 90.00
13 SC 747914.30 897481.30 14' 270.00
14 SB 748068.30 897491.40 7' 90.00
15 SF 748052.60 897503.60 11' 90.00
16 SC 747914.40 897521.70 14' 270.00
17 SD 747935.20 897528.60 14' 0.00
18 SD 747970.50 897528.60 14' 0.00
19 SB 747981.00 897533.60 7' 360.00
20 SB 747925.20 897533.80 7' 360.00
21 SB 748050.30 897542.60 7' 360.00
22 SB 748029.60 897542.80 7' 360.00
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SB SC, SD

SE, SF

Schedule

Symbol Label Quantity Manufacturer Catalog Number Description Number 
Lamps

Lumens 
Per Lamp

Light Loss 
Factor Wattage

SA
1 Lithonia Lighting DSX0 LED P2 40K 70CRI 

TFTM
D-Series Size 0 Area Luminaire P2 
Performance Package 4000K CCT 70 CRI 
Forward Throw

1 6316 0.95 45.14

SA-
HS

2 Lithonia Lighting DSX0 LED P2 40K 70CRI 
TFTM HS

D-Series Size 0 Area Luminaire P2 
Performance Package 4000K CCT 70 CRI 
Forward Throw Houseside Shield

1 5296 0.95 45.14

SB
8 MODERN FORMS WS-W68618-SS 

A010416
WALL MOUNTED 1 772 0.95 18.9

SC
4 Lithonia Lighting WDGE2 LED P3 40K 

70CRI TFTM
WDGE2 LED WITH P3 - PERFORMANCE 
PACKAGE, 4000K, 70CRI, TYPE FORWARD 
THROW MEDIUM OPTIC

1 3573 0.95 32.1375

SD
2 Lithonia Lighting WDGE2 LED P3 40K 

70CRI T4M
WDGE2 LED WITH P3 - PERFORMANCE 
PACKAGE, 4000K, 70CRI, TYPE 4 MEDIUM 
OPTIC

1 3552 0.95 32.1375

SE
2 Lithonia Lighting WDGE2 LED P1 40K 

80CRI VW
WDGE2 LED WITH P1 - PERFORMANCE 
PACKAGE, 4000K, 80CRI, VISUAL 
COMFORT WIDE OPTIC

1 1289 0.95 9.81

SF
3 Lithonia Lighting WDGE2 LED P1 40K 

80CRI VF
WDGE2 LED WITH P1 - PERFORMANCE 
PACKAGE, 4000K, 80CRI, VISUAL 
COMFORT FORWARD OPTIC

1 1256 0.95 9.81


