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Arizona Blue Stake, Inc.

Call at least two full working days

before you begin excavation.

Dial 8-1-1 or 1-800-STAKE-IT (782-5348)

In Maricopa County: (602) 263-1100
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THE POLE CONCRETE BASE DETAIL IS SHOWN FOR ELECTRICAL ROUGH-IN AND

SHALL NOT BE USED FOR THE ACTUAL BASE CONSTRUCTION.  POLE BASE SHALL

BE DESIGNED BY A REGISTERED STRUCTURAL ENGINEER IN THE STATE OF

ARIZONA AND CONSTRUCTED PER STRUCTURAL ENGINEER'S SEALED

CONSTRUCTION DOCUMENT. THIS SEALED CONSTRUCTION DOCUMENT SHALL

INCLUDE DESIGNS FOR THE POLE, BASEPLATE, ANCHOR BOLTS, AND

FOUNDATION.  LIGHTING POLE SUPPLIER SHALL SUBMIT THE STRUCTURAL

ENGINEER SEALED POLE BASE DESIGN BASED ON FIXTURE/POLE EFFECTIVE

PROJECTED AREA (EPA).  THE SEALED POLE BASE DESIGN RATING AND

CALCULATIONS SHALL CONFORM TO IBC-2003, 90MPH, EXPOSURE C, AND BE

INCLUDED WITH THE CONSTRUCTION DOCUMENT SUBMITTAL.

2'-0" DIA.

A

2'-6"

UFER- 20' OF #4 Cu

INSTALLED IN CONCRETE

BASE

4000 PSI CONCRETE

POURED NEXT TO

UNDISTURBED EARTH

OR IN SONO TUBE

PROVIDE SMOOTH

CONCRETE FINISH

(NO VOIDS)

48"

(MIN)

24"

(MIN)

CONDUIT

FINISH GRADE

A

1" NON-SHRINK GROUT BETWEEN

POLE BASEPLATE AND CONCRETE

FOUNDATION, NATURAL ALUMINUM

GALVANIZED J-BOLTS, LEVELING

NUTS, AND LOCK WASHERS

HANDHOLE WITH

VANDAL-RESISTANT SCREWS

GROUNDING

TERMINAL (OPPOSITE

HANDHOLE)

TACKWELD NUTS

TO ANCHOR BOLTS

CONCRETE POLE BASE SHALL BE

PROVIDED WITH A BRUSHED FINISH

TO MEET CITY ORDINANCES

LIGHT FIXTURE AS SPECIFIED.

SEE FIXTURE SCHEDULE FOR

FURTHER INFORMATION &

REQUIREMENTS

25'-0" TO BOTTOM

OF LENS

STEEL BASE COVER SHALL

COVER ENTIRE POLE BASE

DOWN TO FINISHED CONCRETE,

NATURAL ALUMINUM

22'-6" x 4" SQUARE STEEL OR ALUMINUM

POLE. CUT TO MEET REQUIRED FIXTURE

MOUNTING HEIGHT

(FINISH TO BE NATURAL ALUMINUM)

SINGLE PARKING LOT POLE FIXTURE DETAIL

REMARKSDESCRIPTION

LIGHTING FIXTURE SCHEDULE

MOUNTING VOLTAGELAMPS MANUFACTURER CATALOG NUMBER

DRAWING

SYMBOL & MARK

COLOR

FIXTURE

QUANTITY

POLE BASE

MOUNTED @

25 FEET AFG

133 WATT LED

14,890 LUMENS

3000K, TYPE 3

120V-277V

22'-6" X 4" SQUARE POLE AND(1) LED LIGHT

WITH DUAL DRIVERS TO PROVIDE

PRE & POST CURFEW LIGHTING LEVELS

LUMENS REDUCE TO 50% AT POST CURFEW

SEE POLE FIXTURE MOUNTING DETAIL AND

MANUFACTURE SPECIFICATIONS

FOR ADDITIONAL INFORMATION.
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Overall Private Streets

452 points at z=0, sp 8ft by 8ft

HORIZONTAL FOOTCANDLES

Average

Maximum

Minimum

Avg:Min

Max:Min

Coef Var

UnifGrad

1.47

3.88

0.43

3.41

9.02

0.54

1.86

 Lithonia Lighting  RSX1 LED P4 30K R3

 SCALED PHOTOMETRY test report no.  ISF 183461P10

lamp(s):  XXX

candela file 'RSX1_LED_P4_30K_R3.ies'

1 lamp(s) per luminaire,  photometry is absolute

Light Loss Factor = 0.900,  watts per luminaire = 133

Outreach (from mounting axis to photometric center)= 12 in

mounting height=  25 ft

number locations= 7,  number luminaires= 7

kw all locations= 0.9
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Arizona Blue Stake, Inc.

Call at least two full working days

before you begin excavation.

Dial 8-1-1 or 1-800-STAKE-IT (782-5348)

In Maricopa County: (602) 263-1100
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REMARKS
DESCRIPTION

LIGHTING FIXTURE SCHEDULE

MOUNTING VOLTAGELAMPS MANUFACTURER CATALOG NUMBER

DRAWING

SYMBOL & MARK

COLOR

FIXTURE

QUANTITY

POLE BASE

MOUNTED @

25 FEET AFG

133 WATT LED

14,890 LUMENS

3000K, TYPE 3

120V-277V

22'-6" X 4" SQUARE POLE AND(1) LED LIGHT

WITH DUAL DRIVERS TO PROVIDE

PRE & POST CURFEW LIGHTING LEVELS

LUMENS REDUCE TO 50% AT POST CURFEW

SEE POLE FIXTURE MOUNTING DETAIL AND

MANUFACTURE SPECIFICATIONS

FOR ADDITIONAL INFORMATION.
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Overall Private Streets

452 points at z=0, sp 8ft by 8ft

HORIZONTAL FOOTCANDLES

Average

Maximum

Minimum

Avg:Min

Max:Min

Coef Var

UnifGrad

0.73

1.94

0.22

3.34

8.82

0.54

1.83

 Lithonia Lighting  RSX1 LED P4 30K R3

 SCALED PHOTOMETRY test report no.  ISF 183461P10

lamp(s):  XXX

candela file 'RSX1_LED_P4_30K_R3.ies'

1 lamp(s) per luminaire,  photometry is absolute

Light Loss Factor = 0.450,  watts per luminaire = 133

Outreach (from mounting axis to photometric center)= 12 in

mounting height=  25 ft

number locations= 7,  number luminaires= 7

kw all locations= 0.9
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Arizona Blue Stake, Inc.

Call at least two full working days

before you begin excavation.

Dial 8-1-1 or 1-800-STAKE-IT (782-5348)

In Maricopa County: (602) 263-1100
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DESCRIPTION

LIGHTING FIXTURE SCHEDULE

MOUNTING VOLTAGELAMPS MANUFACTURER CATALOG NUMBER

DRAWING

SYMBOL & MARK

COLOR

FIXTURE

QUANTITY

POLE BASE

MOUNTED @

25 FEET AFG

133 WATT LED

14,890 LUMENS

3000K, TYPE 3

120V-277V

22'-6" X 4" SQUARE POLE AND(1) LED LIGHT

WITH DUAL DRIVERS TO PROVIDE

PRE & POST CURFEW LIGHTING LEVELS

LUMENS REDUCE TO 50% AT POST CURFEW

SEE POLE FIXTURE MOUNTING DETAIL AND

MANUFACTURE SPECIFICATIONS

FOR ADDITIONAL INFORMATION.
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RSX1-LED-P4-30K-R3-MVOLT-SPA-DNAXD

WITH DUAL DRIVERS

22'-6" X 4" SQAURE POLE-NATURAL
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NATURAL
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